Electrical Requirements
Electrical feeds to the waste water treatment plant shall be sized to limit the voltage drop to a total of 5% from the separately derived electrical system to the piece of equipment that is being powered. All breakers, cables and equipment shall be installed and sized in accordance with the latest edition of the National Electrical Code. A layout plan of all the electrical equipment that includes location of the motor control centers, pumps, panels and grounding shall be submitted. The contractors shall also submit panel schedules, motor control center (MCC) layout (with MCC equipment sizes), cable sizes, and electrical equipment sizes and ratings. The contractor shall provide all calculations to show how the equipment was sized.  
